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Abstract-	A	water	pump	shaft	for	utility	water	raw	material	was	failed.The	shaft	was	broken	into	two	parts.While	in	dismantling,	the	
sand	was	found	in	chamber	between	bearing	and	shaft.	There	was	also	a	bolt	in	the	impeller.	According	to	reports,	the	pump	has	been	
repaired	and	since	 there	was	no	replacement	shaft	but	 the	shaft	was	reused	 in	reverse	position.	There	was	no	 inspection	of	 the	shaft	
when	it	was	disconnected	by	operational	reasons.	The	failure	analysis	of	the	broken-shaft	was	performed	to	investigate	the	cause	of	the	
failure.	Two	inspection	and	analysis	were	perfomed	those	are	visual	inspection	and	material	identification	and	analysis.	When	material	















2.	Analysis	Procedure	The	procedure	to	investigate	the	failure	of	pump	shaft	was	performed	in	the	steps	below	[2,	3]:	a. Visual	inspection	and	examination	b. Material	Identification	Visual	inspection	was	performed	by	taking	a	picture	of	the	failure	part	of	shaft	and	analysis	the	form	of	the	broken.	The	 geometry	 and	 modes	 of	 crack	 were	 identify	 and	analyze.	In	the	Material	identification	step,	pump	shaft	was	examine	 by	 Olympus	 Alloy	 Analyzer	 that	 shows	 the	chemical	 composition	 of	 shaft	 materials.	 The	 identified	material	was	used	to	know	its	strength	of	the	material,	the	strength	to	whitstand	tensile	occurs	in	shaft.		
3.Results	and	Discussion	
3.1.	Visual	Inspection	and	Analysis	Visual	inspection	was	carried	out	to	analyze	the	modes	of	 failure.	 One	 of	 the	 picture	 can	 be	 seen	 at	 Fig.2.	 This	leading	 to	 hypotheses	 that	 shaft	 failed	 in	 torsion	 loading	condition.The	 figure	 shows	 that	 there	 is	 a	 crack	 initiation.	This	 mode	 of	 failure	 was	 consider	 that	 shaft	 sustained	 a	rotational	load	that	cause	the	tensile	stress	over	its	ultimate	strength.	 This	 initial	 crack	 was	 mis-inspection.	 From	historical	maintenance	data,	 the	shaft	was	not	checked	 for	it.		 The	 cause	 of	 the	 over	 tensile	 strength	 was	 of	 the	foreign	material,	those	are	sand	and	bolt	in	pump	chamber.	The	bolt	that	found	in	the	chamber	and	damage	of	impeller	can	be	 seen	at	 Fig.4.	The	 rotation	of	 shaft	was	 stucked	by	the	bolt,	cause	tensile	stress	increased	in	the	shaft	over	its	tensile	 strength.	 The	 initial	 crack	 extents	 until	 shaft	
broken.Besides	 the	 stucked,	 imbalance	 that	 cause	 of	 bolt	exerted	 in	 impeller	 could	 also	 be	 contributor	 of	 shaft	failure.	 It	 can	 also	 be	 seen	 that	 their	 direction	 of	 initial	crack	 and	 failure	 was	 different.	 This	 is	 caused	 by	maintenance	activity	that	change	the	vertical	position	of	the	shaft	 This	 failure	 phenomena	 is	 similar	 to	 that	 in	 pump	shaft	failure	studied	by	some	researcher	[2,	3,	4,	5].	Figure	 2	 also	 shows	 that	 the	 fracture	 plane	 was	perpendicular	to	the	 longitudinal	plane	of	the	shaft.	 It	was	indicated	 that	 crack	 propagation	 occurred	 under	 induced	flexural	fatigue	loading.			






		 Figure	4.	Bolt	in	pump	chamber	and	damage	of	impeller		Another	 cause	 of	 failure	 was	 worn	 out	 of	 shaft	 at	bearing	location,	that	can	be	seen	at	Fig.	4.	This	wear	cause	the	shaft	cross	section	area	reduced	and	 lack	to	withstand	tensile	 stress.	 The	 stress	 is	 a	 high	 stress	 level	 of	 induce	fluctuating	stresses	 that	exerts	 from	a	start	and	stop	cycle	mode	 of	 operation.	 The	 shaft	 experiences	 cyclic	 flexural	load	 and	 torsional	 load	during	pumping	operation.	At	 this	location,	an	excessive	plastic	deformation	could	be	induced	and	 severe	 localized	 stress	 occurs.	 This	 would	 lead	 to	fatigue	 crack.	 The	 mass	 of	 shaft	 is	 an	 factor	 that	 induce	cyclic	 flexural	 stress.	 This	 stress	 is	 distributed	 uniformly	along	the	length	of	the	shaft	between	the	bearing	supports.	At	the	bearing	support,	reduced	cross	section	area	induces	a	 local	 stress	 gradient	 then	 this	 stress	 could	 be	 the	contributor	to	failure	of	the	shaft.	The	fillet	corner	was	too	sharp	 to	 withstand	 the	 stress	 concentration	 for	 longer	duration.		
	Figure	4.	Shaft	cross	section	area	reduction	caused	by	wearing	out	of	bearing	bushing		Vibratory	 stress	was	also	 suspected	as	 a	 shaft	 failure	contributor.	 The	 existence	 of	 sand	 and	 bolt	 in	 pump	chamber	 could	 generate	 vibration.	 This	 will	 induced	 a	vibratory	stress	subjected	to	the	shaft.		Unbalanced	 forces	which	result	 from	foreign	material	exist	 in	 pump	 chamber	 could	 results	 in	 large	 amplitude	vibrations.	 Impellers	 may	 shift	 due	 to	 the	 decrease	 in	residual	 stresses	 that	 are	 created	 when	 the	 impeller	 is	cooled	and	contracted	around	the	shaft	[7].	Shaft	vibrations	and	flexing	tend	to	result	in	the	impeller	cocking	or	bowing	the	shaft,	which	removes	 it	 from	its	original	balance	along	its	centerline	[8].	 				
3.2.	Material	Identification	As	specification,	pump	shaft	conform	to	stainless	steel	SS	 316.	 This	 material	 has	 mechanical	 properties	 of	 yield	strength	of	21	kg/mm2.		Material	 identification	was	 carried	 out	 by	 using	 alloy	analyzer.	The	identification	can	be	seen	at	Table	2.		 Table	2.	Material	Identification	
		The	 table	 shows	 that	 material	 identification	 was	stainless	 steel	 SS	304.	The	 specification	of	 shaft	 is	 SS	316.	Both	 two	 materials	 were	 compare	 chemically	 and	mechanically.	 The	 comparison	 can	be	 seen	 at	Table	3	 and	Tabel	4.		 Table	3.	Material	Comparison	between	SS	304	and	SS	316	
		Table	 3	 shows	 that	 chemical	 composition	 of	 SS	 304	and	SS	316	is	similar.	The	shaft	was	made	of	stainless	steel	which	is	a	recommended	material	for	such	applications[The	change	 of	 shaft	 by	 SS	 304	was	 accepted.	 It	 is	 also	 for	 the	mechanical	properties.	The	two	materials	have	a	same	yield	strength,	that	is	21	kg	kg/mm2.			Table	4.	Mechanical	Properties	Comparison	between	SS	304	and	SS	316	
		




shaft	 to	misalign	 in	 the	pump,and	 the	 impeller	 is	 touching	the	case.	
4.	Conclusion	a. The	 mode	 of	 failure	 was	 consider	 that	 shaft	sustained	 a	 rotational	 load	 that	 cause	 the	 tensile	stress	over	its	ultimate	strength..	b. Shaft	with	material	of	stainless	steel	SS	304	could	be	interchangeable	with	 SS	316,	 in	material	 properties	identification	point	of	view.	c. The	 existence	 of	 sand	 and	 bolt	 in	 pump	 chamber	could	 generate	 vibration.	 This	 will	 induced	 a	vibratory	stress	subjected	to	the	shaft.	
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